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ALL WIRING #10 AWG UNLESS OTHERWISE NOTED

TO FULLY HORIZONTAL) TO BE WITHIN 11 SECONDS

GATE DESCENT TIME (RELEASE FROM VERTICAL

REMOVE STRAP BETWEEN 9B AND 9T

BELL CUT-OUT (5~-90~) WHEN REQUIRED

ENSURE ALL TERMINALS HAVE TWO SHOULDER NUTS

AND ADD JUMPER BETWEEN TERMINAL 5B & 9B

ADD JUMPER BETWEEN TERMINAL 8B & 10B,

ADD JUMPER BETWEEN TERMINAL 4T & 10B,

ON GATE No.1 ADD JUMPER BETWEEN TERMINALS:
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240 VAC W/ 3 FORM C CONTACTS

MODEL KUP-14A15-240 SOCKET MOUNTABLE

RELAY - POTTER & BRUMFIELD

MODEL 27E121

SOCKET -  SCREW TERMINAL
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1) CIRCUIT BREAKER NOT TO EXCEED 100 AMPERES  

MANUAL TRANSFER EQUIPMENT KIT PK4DTIM4LA
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DENOTES GROUND PLANE

NOTES

    

SAFETRAN # 022700-1X

DENOTES HD EQUALIZER CN# 02-32-391

ERICO # ETSP23050

DENOTES LOW VOLTAGE ARRESTOR CN# 
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